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Interpretation: 
Small appliance circuits in dining rooms/areas shall not mix with 
living room receptacle circuits.  

 
 
Field Application:  

Dining areas:  
 

 May be complete rooms separated by walls. 
 

 May be separated by partial walls or columns. 
 

 May be separated on the approved plans by dotted lines, or some 
other 
approved means. 
 

 In the absence of any designation of space, the lighting outlet installed 
above the intended dining table location shall be assumed as the 
center point of the dining area location. 
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